Abstract. The deregulation of the energy matrix, as evidenced in several countries, together with the need to have renewable energy sources in the system, contributes to the widespread installation of energy auto-producers in the electrical system. However, a number of factors, not less important, as the instability in energy prices, high costs of expansion of conventional electricity generation, the emerging of new environmental policies and incentive to the use of renewable sources such as the Program for the Incentive of Alternative Energy Sources -PROINFA in Brazil resulted in the promotion and the increase in the number of generating units from sugarcane plants interconnected to the mains. Nevertheless, a series of technical operating issues, in order to ensure the excellence of the mains power, and system integrity, concerns the independent producer and the larger network when analyzing the parallelism through contingency situations.
Introduction
Considerable efforts have been developed to encourage the installation of independent electricity producers in distribution systems. Obvious example of such efforts is demonstrated by the attempt to standardize their interconnection and protection requirements [1] . However, this standardization can be difficult due to variations in the design of distribution circuits, the various types of generators coupled to the network and the particular requirements of each utility. However, a series of questions points to the development of further studies to ensure the quality of electric power, the system transient stabilty and lifetime of the blades of steam turbines.
Distributed generation shows frequent use of steam turbines as a primary machine to produce electricity. Such units have increased considerably due to a restructuring of the energy sector worldwide.
Most of the process of converting thermal energy into electrical energy occurs in the steam turbine. This is due to the numerous advantages of such turbines over other similar technologies. Among the main advantages stands the balanced construction, relatively high efficiency, few moving parts, ease of maintenance, and availability in large sizes. The industries that typically employ the technology of cogeneration are the sugar and alcohol, the pulp and paper and oil refining.
Recently, special attention has been spent to turboalternators under abnormal conditions of operation of the electrical system concerning the frequency (over or under frequency). In particular, major research efforts have been spent with the main aim of assessing the possible damage they are subjected to the steam turbine when in operation under conditions of prolonged under frequency, during a severe overload condition imposed on the system when occurring a deficit of generation.
Contingencies common to the distribution of electricity systems can cause serious damage to the generators installed in parallel to the network as well as steam turbines responsible for providing mechanical power to their axis. Thus, it is necessary to assess the possible impacts of steam turbines of the IP (independent producer) electrical machinery in system abnormal operating conditions. For this it is essential to develop a computer model able to represent accurately the phenomena experienced.
System Modeling

A. Voltage Regulator
A synchronous generator is used to represent the independent power producer; it is the type SM 59 with eight controls in the ATP model databank [2] . The voltage regulator is based in one of the models that are the basis for excitation regulators [3] , [4] and [5] . According to the data input, this model can be reduced to four basic forms. The model used in this work for the voltage regulator can be seen in Figure 1 , it is the type I model, one of the most complete designs recommended by the IEEE. 
B. Speed Regulator
The speed regulator was implemented based in one of the simplest IEEE models, and often used in transient stability studies programs. 
C. Electrical System
The independent power producer generators become part of the electrical system of a power authority distribution network, as illustrated in Figure 3 . Such system is connected to the independent power producer through an interconnecting circuit breaker, following instructions established in [6] . Data depicted in Figure 3 refer to the system rated values, however, particularly for the independent power producer generator does not operate with a 0.8 lagging power factor, after performing a load flow.
The source type representing the power authority was defined as a three-phase ideal source, being considered, therefore, as an infinite bus bar. To use such controllable model in ATP, it will be necessary to define the data listed in Table I .
The rated parameters obtained for the machine voltage and speed regulators, as well as data referred to the independent power producer synchronous generator, were obtained directly from manufacturers. x'd=0.166pu x'q=0.98pu x"d=0.119pu
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D. Power Flow
The energy independent generation provides a total power of 4 MVA to the interconnection with the power authority electrical system, through the coupling transformer, T2.
Furthermore, the independent power producer provides energy to its internal demand, rated in 2.8 MVA.
Active and reactive power produced by the Independent Power Producer (G1 and G2) can be seen in Table II . Before the presentation of the studied cases, it is necessary to highlight that depending upon the "penetration", for the distributed generation, the obtained results will be affected differently. Similar works using others software and using the Alternative Transients Program -ATP, were developed by [7] and [8] . 
Case Studies
4.1-Sudden opening of the interconnection breaker
It is worth clarifying to the reader the pre-established conditions to the speed governors of the IPP machines, these where adjusted to operate with a 5% slope, in order to better meet the interconnection [4] . Therefore, no machine installed in the IPP generation, has the characteristic to ensure that frequency oscillations will be inside the favorable frequency range, i.e., there is no need for the presence of an isochronous generator.
Faced by the sudden opening of the interconnection circuit breaker there is a considerable fluctuation in the speed of the electric machine G2, Figure 4 . Such transient oscillation immediately affects the frequency in the electrical system belonging to the IPP, burdening strongly the quality of electricity, especially with regard to the efficiency of micro-computerized devices [9] .
However, slight changes in the operating speed of the machines originate variations in power demand, since the active and reactive powers, required by electrical loads vary dynamically with system frequency. Nevertheless, there is clearly and strongly the tendency of the synchronous machine speed G2 to stabilize, as shown in Figure 4 in the period after contingency, thus indicating the influence of the IPP generation penetration in the transient stability of its own machines.
As for the speed regulator, Figure 5 convincingly portrays the attempt of that regulator to meet the new situation imposed on the system. In the moment immediately after the opening of the interconnection breaker, the machine is subjected to an immediate rejection of load. Thus, the operating speed rises gently to 189.63 rad/s (f = 60.4 Hz). However, at this moment the lower inertia machine G1 is taken out of the system, in order to restore the load-generation balance.
It is worth mentioning the performance of the machine G2 speed regulator in Figure 5 to reduce the steam consumption to ensure the G2 synchronous speed.
With the withdrawal of G1, a new scenario is presented with respect to the Power flow in the system. The machine G2 becomes responsible for all the electrical loads at the IPP. Thus, according to equation (1) As for the speed governor, it follows the oscillations observed in the operating speed of the machine G2, tending to stabilize around 1.17 pu, in other words, it is necessary the production by the boilers of 17% more steam, to be supplied to the generators turbine to meet the new request of active power, as can be observed in Figure 5 .
The moment immediately after the withdrawal of the machine G1, the remaining generator G2 reaches the frequency f = 58.71 Hz. That is classified as extreme, burdening sharply the impeller blades of this generating set. However, during the damped transient period, G2 oscillates within the tolerable region of Table III . The observation of such limits ensures the life time of the equipment, thus reducing the mechanical wear of turbine blades and reduces the number of stoppages for maintenance of this generating set. In order to get a better response in operation for the IPP electrical system after the opening of the interconnection circuit breaker, it is possible the insertion of a flywheel in the axis of G2, in order to rise the generating set equivalent inertia. However, it is necessary to reject the generating unit G1 inside the 100 ms after the application of contingency.
The flywheel is a mechanical device with significant moment of inertia used for storing rotational energy. Has high resistance to variations in speed, which helps to ensure a small variation in rotation speed of the shaft.
It is presented here different situations for three specific inertia moments, and their corresponding implications on the speed response of the IPP generator G2 in Figures 6, 7 and 8.
With the increase in the synchronous machine G2 equivalent moment of inertia, due to the insertion of a wheel, in Figure 6 for I = 600 kgm 2 , there is the stabilization of the operating speed of the generator for the considered time period in the simulation at t = 40s.
However, at the moment immediately after the untimely opening of the interconnection breaker, the operating speed of machine G2 reaches  = 189.5 rad/s (f = 60.3 Hz). This is due to the instantaneous rejection of the applied load. Nevertheless, due to the withdrawal of machine G1, G2 provides a considerable reduction in its speed of operation due to the increase in electric power demand. The frequency reduces to 184.93 rad/s (f = 58.9 Hz), the extreme region of operation according Table III , the oscillation frequency remains within the favorable zone of operation, ensuring the life time of steam turbine blades [4] . Figure 7 shows the response to an equivalent moment of inertia I = 700 kgm 2 . The system has more damping, reducing the time required to reach a new steady state speed at  = 186.77 rad/s (f = 59.5 Hz). Therefore, according Table III , the industrial frequency falls in the tolerable operating zone, contributing not only to maintain the transient stability of the system, but also ensures the integrity of the steam turbine blades, as well as presenting a significant contribution in terms of the quality of electric power [9] . As for the oscillations of frequency in the transient period, it is verified a maximum speed of  = 189.4 rad/s (f = 60.3 Hz), at the moment immediately after the contingency. Nevertheless, with the removal from operation of G1, machine G2 reaches a minimum speed of  = 185.28 rad/s (f = 59.0 Hz) at the extreme operation zone. With the main objective to reduce the oscillations, evident in the speed of operation, of the remaining synchronous generator (G2) it was applied an equivalent moment of inertia I = 800 kgm 2 , the result can be seen in Figure 8 . There, the damping obtained allows reaching the new steady state more efficiently. This helps to mitigate the harmful effects to the quality of electric power to ensure better response of electrical parameters of the system. With regard to changes in speed, the maximum reaches the magnitude  =189.3 rad/s (f = 60.3 Hz) at the tolerable zone of operation, but the minimum is settled at  = 185.55 rad/s (f = 59.06 Hz) at the extreme operation zone. Thus, one can conclude here and for the other equivalent inertia moments simulated that, at the instant immediately after the removal of generator G1, the synchronous machine G2 presents a significant reduction in its operating speed. In this way, it is generated a sub-frequency costly to the physical and mechanical integrity of the turbine blades, since the obtained frequency, at this instant, fits the extreme region of operation at Table III. However, oscillations in the transient period do not affect the impeller blades, as they pass inside the tolerable zone. Nevertheless, after the damped transient period, the machine reaches the new steady-state and stabilizes at a speed  = 186.77 rad/s (f = 59.5 Hz), similar to that obtained for the case illustrated in Figure 7 .
Conclusion
Through the discussions presented along this article, there is the need to make the correct and effective study of the synchronous machine speed governors, in order to have better dynamic response of the system. However, this goal is achieved from the transfer function of these governors, so it is essential to be aware of the topology of the turbine used, i.e., whether or not this is reheating . It shows that before the model transfer function, yet it is necessary to choose an appropriate software to implement the model. In this way, it can be seen that ATP, through TACS subroutines allows the correct and efficient computational modeling of both the speed governor and voltage regulator [10] , [11] .
The answers regarding the performance of the speed governor, for the transfer function shown here, respond faithfully and reliably to dynamical requests imposed to the electrical system under analysis. Due to untimely performance by interconnection breaker, the IPP machines face an immediate rejection of load, which burdens the system frequency, thereby compromising the integrity of turbine blades. However, it appears that even without the application of mitigation measures the system tends to stabilize. Nevertheless, the responses refer to a system such that the penetration of IPP does not take place significantly. The literature shows that higher levels of active power exported by the IPP mean larger damage to the turbines due to higher frequency oscillations [5] . Thus, the use of the flywheel is shown as an effective alternative, since it damps transient oscillations, thus contributing to ensuring the life time of the impeller blades. In short, it is extremely important the correct modeling and use of speed governors in studies relevant to the dynamic stability of power system analysis in terms of commitment to the life time of the blades of steam turbines.
